TRAICOUNTY TECHNICAL COLLEGE
PHARMACY TECH TRAINING AREA RENOVATION

Pendleton, SC

Issue Date/Description: 2014-06-24 OWNER CHANGES
MPS Project No: 14073.00
Agency Review ID: H59-0805-PD

SPECIFICATIONS

GENERAL NOTES
1. ALL CONSTRUCTION DRAWINGS, PATTERNS, FRACTIONS, RACKS, SCHEDULES AND THE MANUFACTURERS' SPECIFICATIONS MENTIONED IN THESE DRAWINGS IS SUPPLIED TO CONTRACTOR AS A GUIDE ONLY. THE ACTUAL MATERIALS AND PRODUCTS TO BE USED SHALL BE DETERMINED BY THE OWNER.
2. ALL DRAWINGS ARE CONSIDERED PART OF THE CONTRACT DRAWINGS AND AGREEMENTS AND ARE SUBJECT TO CHANGE BY OWNER.
3. CONTRACTOR IS RESPONSIBLE FOR THE INSTALLATION OF ALL EXISTING AND NEW WORK IN ACCORDANCE WITH THESE DRAWINGS AND SPECIFICATIONS.

APPLICATIONS AND SYMBOLS

ABBREVIATION LIST

DRAWING LIST

EXISTING FOURTH FLOOR KEY PLAN

CAMPUSS MAP

STANDARD GRAPHICS AND SYMBOLS
EXISTING MILLWORK TO REMAIN.

EXISTING MILLWORK TO BE REMOVED - FOR PERIMETER OF ROOM.

EXISTING WALL CONSTRUCTION TO REMAIN.

EXISTING WALL CONSTRUCTION TO BE REMOVED.

EXISTING 2' X 4' FIXTURE.

NEW CONSTRUCTION. INSTALL WITH CLEAR TEMPERED GLAZING.

NEW CEILING TILE AND GRID AS REQUIRED BY REMOVAL.

ACOUSTICAL CEILING TILE AND GRID.

RETURN AIR GRILL

SUPPLY AIR DIFFUSER

CEILING MOUNTED DEVICE TO REMAIN.

EXISTING 2' X 4' FIXTURE.

EXISTING 2' X 4' FIXTURE.

GYP. BD. PAINTED.

ACOUSTICAL CEILING TILE AND GRID.

NEW WALL CONSTRUCTION TO MATCH EXISTING ADJACENT WALL CONSTRUCTION.

EXISTING 2' X 4' FIXTURE.

ACOUSTICAL CEILING TILE AND GRID.

NEW WALL CONSTRUCTION TO MATCH EXISTING ADJACENT WALL CONSTRUCTION.

EXISTING 2' X 4' FIXTURE.

EXISTING 2' X 4' FIXTURE.

NEW CONSTRUCTION. INSTALL WITH CLEAR TEMPERED GLAZING.

NEW CEILING TILE AND GRID AS REQUIRED BY REMOVAL.

ACOUSTICAL CEILING TILE AND GRID.

RETURN AIR GRILL

SUPPLY AIR DIFFUSER

CEILING MOUNTED DEVICE TO REMAIN.

EXISTING 2' X 4' FIXTURE.

EXISTING 2' X 4' FIXTURE.

GYP. BD. PAINTED.

ACOUSTICAL CEILING TILE AND GRID.

NEW WALL CONSTRUCTION TO MATCH EXISTING ADJACENT WALL CONSTRUCTION.

EXISTING 2' X 4' FIXTURE.

EXISTING 2' X 4' FIXTURE.

NEW CONSTRUCTION. INSTALL WITH CLEAR TEMPERED GLAZING.

NEW CEILING TILE AND GRID AS REQUIRED BY REMOVAL.

ACOUSTICAL CEILING TILE AND GRID.

RETURN AIR GRILL

SUPPLY AIR DIFFUSER

CEILING MOUNTED DEVICE TO REMAIN.

EXISTING 2' X 4' FIXTURE.

EXISTING 2' X 4' FIXTURE.

GYP. BD. PAINTED.

ACOUSTICAL CEILING TILE AND GRID.

NEW WALL CONSTRUCTION TO MATCH EXISTING ADJACENT WALL CONSTRUCTION.

EXISTING 2' X 4' FIXTURE.

EXISTING 2' X 4' FIXTURE.

NEW CONSTRUCTION. INSTALL WITH CLEAR TEMPERED GLAZING.

NEW CEILING TILE AND GRID AS REQUIRED BY REMOVAL.

ACOUSTICAL CEILING TILE AND GRID.

RETURN AIR GRILL

SUPPLY AIR DIFFUSER

CEILING MOUNTED DEVICE TO REMAIN.

EXISTING 2' X 4' FIXTURE.